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KEY NOTES
(1D PROVIDE NEW SEISMIC SUPPORT FOR TRAPEZE PIPING
SUPPORTS IN TUNNEL. THIS SHALL BE A PART OF PHASE 3
WORK.
(2) AFTER ALL PHASES ARE COMPLETE AND ALL PNEUMATIC
CONTROLS ARE REPLACED WITH DIRECT DIGITAL CONTROLS
A THE (E) AIR COMPRESSOR WITH ALL ASSOCIATED PNEUMATIC
. CONTROLS SHALL BE REMOVED.
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